
Wastewater Discharge Monitoring Long Report

Facility Name: FOND DU LAC WTRRF
Contact Address: 700 Doty St

Fond du Lac, WI  54935
Facility Contact: Cody Schoepke, Wastewater Superintendent
Phone Number: 920-251-9859
Reporting Period: 06/01/2019 - 06/30/2019
Form Due Date: 07/21/2019
Permit Number: 0023990

For DNR Use Only

Date Received:
DOC: 422985
FIN: 7290
FID: 420004860
Region: Northeast Region
Permit Drafter: Lisa L Lumley
Reviewer: Mark F Stanek
Office: Oshkosh

Sample Point 703 703 703 703 703
Description Influent Influent Influent Influent Influent

Parameter 211 66 457 87 133
Description Flow Rate BOD5, Total Suspended Solids,

Total
Cadmium, Total

Recoverable
Chromium, Total

Recoverable

Units MGD mg/L mg/L ug/L ug/L
Sample Type CONTINUOUS 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP

Frequency DAILY DAILY DAILY MONTHLY MONTHLY
Sample Results Day 1 9.432 201 153 0.6 19.0

2 8.862 300 165
3 8.757 310 196
4 8.347 344 199
5 7.725 377 319
6 7.411 330 223
7 7.078 428 141
8 6.412 465 213
9 6.354 310 216

10 6.692 406 269
11 6.364 483 281
12 10.012 337 312
13 9.678 286 179
14 8.651 342 248
15 7.438 287 269
16 9.125 194 183
17 8.603 296 224
18 8.316 257 222
19 8.029 278 245
20 7.402 310 256
21 6.899 274 258
22 6.285 404 218
23 6.307 297 222
24 9.118 218 123
25 8.575 283 208
26 7.626 284 211
27 8.178 285 241
28 11.939 185 208
29 8.811 207 227
30 9.517 206 227
31
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Sample Point 703 703 703 703 703
Description Influent Influent Influent Influent Influent

Parameter 211 66 457 87 133
Description Flow Rate BOD5, Total Suspended Solids,

Total
Cadmium, Total

Recoverable
Chromium, Total

Recoverable

Units MGD mg/L mg/L ug/L ug/L

Monthly
Avg

8.131433333 306.133333333 221.866666667 0.6 19

Daily Max 11.939 483 319 0.6 19

Daily Max -
Variable
Daily Min 6.285 185 123 0.6 19

Geometric
Mean -

Geometric
Mean -
Week 1

Avg
Week 2

Avg
Week 3

Avg
Week 4

Avg

Summary
Values

Monthly
Avg

Daily Max

Daily Max -
Variable
Daily Min

Geometric
Mean -

Geometric
Mean -
Weekly

Avg

Limit(s) in
Effect

QA/QC
Information

LOD 0.3 1.4

LOQ 1 4.7

QC
Exceedance

N Y N N N

Lab
Certification

420004860 420004860 445023150 445023150
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Sample Point 703 703 703 703 003
Description Influent Influent Influent Influent Effluent

Parameter 147 264 315 553 211
Description Copper, Total

Recoverable
Lead, Total

Recoverable
Nickel, Total
Recoverable

Zinc, Total
Recoverable

Flow Rate

Units ug/L ug/L ug/L ug/L MGD
Sample Type 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP TOT DAILY

Frequency MONTHLY MONTHLY MONTHLY MONTHLY DAILY
Sample Results Day 1 77.0 7.6 15.0 98.0 9.432

2 8.862
3 8.757
4 8.347
5 7.725
6 7.411
7 7.078
8 6.412
9 6.354

10 6.692
11 6.364
12 10.012
13 9.678
14 8.651
15 7.438
16 9.125
17 8.603
18 8.316
19 8.029
20 7.402
21 6.899
22 6.285
23 6.307
24 9.118
25 8.575
26 7.626
27 8.178
28 11.939
29 8.811
30 9.517
31
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Sample Point 703 703 703 703 003
Description Influent Influent Influent Influent Effluent

Parameter 147 264 315 553 211
Description Copper, Total

Recoverable
Lead, Total

Recoverable
Nickel, Total
Recoverable

Zinc, Total
Recoverable

Flow Rate

Units ug/L ug/L ug/L ug/L MGD

Monthly
Avg

77 7.6 15 98 8.131433333

Daily Max 77 7.6 15 98 11.939

Daily Max -
Variable
Daily Min 77 7.6 15 98 6.285

Geometric
Mean -

Geometric
Mean -
Week 1

Avg
Week 2

Avg
Week 3

Avg
Week 4

Avg

Summary
Values

Monthly
Avg

Daily Max

Daily Max -
Variable
Daily Min

Geometric
Mean -

Geometric
Mean -
Weekly

Avg

Limit(s) in
Effect

QA/QC
Information

LOD 1.3 2.5 0.8 1.1

LOQ 4.3 8.3 2.7 3.7

QC
Exceedance

Lab
Certification

445023150 445023150 445023150 445023150
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Sample Point 003 003 003 003 003
Description Effluent Effluent Effluent Effluent Effluent

Parameter 66 457 377 204 388
Description BOD5, Total Suspended Solids,

Total
pH Field Fecal Coliform Phosphorus, Total

Units mg/L mg/L mg/L #/100ml mg/L
Sample Type 24 HR FLOW PROP 24 HR FLOW PROP GRAB GRAB 24 HR FLOW PROP

Frequency DAILY DAILY DAILY WEEKLY DAILY
Sample Results Day 1 3.9 6.3 7.4 0.14

2 8.7 2.9 7.5 0.09
3 8.3 2.7 7.2 0.12
4 7.6 2.7 7.2 0.11
5 11.2 2.9 7.2 24 0.14
6 7.9 2.9 7.2 0.15
7 6.5 2.9 7.2 0.15
8 4.7 2.9 7.4 0.16
9 4.6 3.1 7.5 0.15

10 6.7 3.2 7.4 0.23
11 8.6 4.8 7.4 51 0.18
12 8.3 6.5 7.3 0.23
13 5.9 4.2 7.2 0.18
14 7.2 3.9 7.3 0.16
15 5.1 3.7 7.4 0.17
16 5.7 4.3 7.5 0.15
17 7.0 3.5 7.4 0.15
18 7.6 3.5 7.3 32 0.17
19 8.4 3.3 7.3 0.18
20 10.4 4.2 7.4 0.23
21 6.2 4.1 7.4 0.20
22 3.6 3.3 8.1 0.19
23 5.2 2.6 7.4 0.17
24 11.0 4.2 7.3 0.20
25 8.1 3.7 7.3 6 0.19
26 6.8 3.0 7.3 0.18
27 6.6 3.0 7.3 0.19
28 9.2 4.4 7.2 0.19
29 4.6 3.0 7.3 0.17
30 4.4 3.0 7.6 0.30
31
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Sample Point 003 003 003 003 003
Description Effluent Effluent Effluent Effluent Effluent

Parameter 66 457 377 204 388
Description BOD5, Total Suspended Solids,

Total
pH Field Fecal Coliform Phosphorus, Total

Units mg/L mg/L mg/L #/100ml mg/L

Monthly
Avg

7 3.623333333 7.363333333 28.25 0.174

Daily Max 11.2 6.5 8.1 51 0.3

Daily Max -
Variable
Daily Min 3.6 2.6 7.2 6 0.09

Geometric
Mean -

22.017634683

Geometric
Mean -

32

Week 1
Avg

7.728571429 3.328571429

Week 2
Avg

6.571428571 4.085714286

Week 3
Avg

7.2 3.8

Week 4
Avg

7.214285714 3.457142857

Summary
Values

Monthly
Avg

30 0 30 0 0.80 0

Daily Max 9 0

Daily Max -
Variable
Daily Min 6 0

Geometric
Mean -

400 0

Geometric
Mean -

656 0

Weekly
Avg

45 0 45 0

Limit(s) in
Effect

QA/QC
Information

LOD 0.005

LOQ 0.014

QC
Exceedance

Y N N N N

Lab
Certification

420004860 420004860 420004860
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Sample Point 003 003 003 003 003
Description Effluent Effluent Effluent Effluent Effluent

Parameter 388 789 320 87 133
Description Phosphorus, Total Nitrogen, Ammonia

(NH3-N) Total
Nitrogen, Ammonia

Variable Limit
Cadmium, Total

Recoverable
Chromium, Total

Recoverable

Units lbs/month mg/L mg/L ug/L ug/L
Sample Type CALCULATED 24 HR FLOW PROP SEE TABLE 24 HR FLOW PROP 24 HR FLOW PROP

Frequency MONTHLY DAILY DAILY MONTHLY MONTHLY
Sample Results Day 1 0.21 >34 <0.3000 2.8000

2 0.45 >34
3 0.79 >34
4 1.10 >34
5 2.59 >34
6 0.87 >34
7 0.51 >34
8 0.16 >34
9 0.06 >34

10 0.28 >34
11 0.67 >34
12 1.22 >34
13 0.58 >34
14 1.27 >34
15 0.31 >34
16 0.05 >34
17 0.27 >34
18 0.55 >34
19 0.76 >34
20 2.49 >34
21 0.69 >34
22 0.23 14.00
23 0.13 >34
24 1.55 >34
25 0.60 >34
26 0.42 >34
27 0.82 >34
28 1.48 >34
29 0.25 >34
30 354.14 0.09 >34
31
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Sample Point 003 003 003 003 003
Description Effluent Effluent Effluent Effluent Effluent

Parameter 388 789 320 87 133
Description Phosphorus, Total Nitrogen, Ammonia

(NH3-N) Total
Nitrogen, Ammonia

Variable Limit
Cadmium, Total

Recoverable
Chromium, Total

Recoverable

Units lbs/month mg/L mg/L ug/L ug/L

Monthly
Avg

354.14 0.715 >33.333333333 0 2.8

Daily Max 354.14 2.59 >34 <0.3 2.8

Daily Max -
Variable

2.59

Daily Min 354.14 0.05 14 <0.3 2.8

Geometric
Mean -

Geometric
Mean -
Week 1

Avg
0.931428571

Week 2
Avg

0.605714286

Week 3
Avg

0.731428571

Week 4
Avg

0.747142857

Summary
Values

Monthly
Avg

6.10 0

Daily Max

Daily Max -
Variable

0 0

Daily Min

Geometric
Mean -

Geometric
Mean -
Weekly

Avg
17 0

Limit(s) in
Effect

QA/QC
Information

LOD 0.02 0.3 1.4

LOQ 0.053 1 4.7

QC
Exceedance

N N N N N

Lab
Certification

420004860 445023150 445023150

Wastewater Discharge Monitoring Form
Facility Name: FOND DU LAC WTRRF Permit: 0023990
Reporting Period: 06/01/2019 to 06/30/2019 DOC: 422985 Page 8 of 11



Sample Point 003 003 003 003 199
Description Effluent Effluent Effluent Effluent In-Plant Blending

Parameter 147 264 315 553 211
Description Copper, Total

Recoverable
Lead, Total

Recoverable
Nickel, Total
Recoverable

Zinc, Total
Recoverable

Flow Rate

Units ug/L ug/L ug/L ug/L MGD
Sample Type 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP CALCULATED

Frequency MONTHLY MONTHLY MONTHLY MONTHLY PER OCCURNCE
Sample Results Day 1 15.0000 2.7000 9.1000 33.0000 0.00

2 0.00
3 0.00
4 0.00
5 0.00
6 0.00
7 0.00
8 0.00
9 0.00

10 0.00
11 0.00
12 0.00
13 0.00
14 0.00
15 0.00
16 0.00
17 0.00
18 0.00
19 0.00
20 0.00
21 0.00
22 0.00
23 0.00
24 0.00
25 0.00
26 0.00
27 0.00
28 0.00
29 0.00
30 0.00
31
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Sample Point 003 003 003 003 199
Description Effluent Effluent Effluent Effluent In-Plant Blending

Parameter 147 264 315 553 211
Description Copper, Total

Recoverable
Lead, Total

Recoverable
Nickel, Total
Recoverable

Zinc, Total
Recoverable

Flow Rate

Units ug/L ug/L ug/L ug/L MGD

Monthly
Avg

15 2.7 9.1 33 0

Daily Max 15 2.7 9.1 33 0

Daily Max -
Variable
Daily Min 15 2.7 9.1 33 0

Geometric
Mean -

Geometric
Mean -
Week 1

Avg
Week 2

Avg
Week 3

Avg
Week 4

Avg

Summary
Values

Monthly
Avg

Daily Max

Daily Max -
Variable
Daily Min

Geometric
Mean -

Geometric
Mean -
Weekly

Avg

Limit(s) in
Effect

QA/QC
Information

LOD 1.3 2.5 0.8 1.1

LOQ 4.3 8.3 2.7 3.7

QC
Exceedance

Lab
Certification

445023150 445023150 445023150 445023150
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Footnotes (DNR Use Only; Instructions for completing this form that are unique for your facility may be displayed here.)

General Remarks

Laboratory Quality Control Comments

6/7/19 - The BOD blank analyzed on 6-9-19 failed at 0.33 mg/L. The influent and effluent samples associated with this BOD
blank were from 6-7-19. The next blank analyzed on 6-11-19 passed.
6/8/19 - The BOD blank analyzed on 6-9-19 failed at 0.31 mg/L. The influent and effluent samples associated with this BOD
blank were from 6-8-19. The next blank analyzed on 6-11-19 passed.
6/10/19 - The BOD blank analyzed on 6-12-19 failed at 0.28 mg/L. The influent and effluent samples associated with this
BOD blank were from 6-10-19. The next blank analyzed on 6-13-19 passed.
6/11/19 - The BOD blank analyzed on 6-12-19 failed at 0.28 mg/L. The influent and effluent samples associated with this
BOD blank were from 6-11-19. The next blank analyzed on 6-13-19 passed.
6/26/19 - The BOD blank analyzed on 6-28-19 passed at 0.07 mg/L. The influent and effluent samples associated with this
BOD blank were from 6-27-19. The

Submitted by 73chev on 07/10/2019 2:17:33 PM
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